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ABSTRACT

The PacifiCorp Power Marketing (PPM) West Valley Power Plant is a natural gas-fired electric
generating plant consisting of five General Electrical LM6000 PC Sprint natural gas smple cycle
turbines. Each turbine has power output rated at 43.4 MW and is equipped with water injection,
evaporative spray mist inlet air cooling, Selective Catalytic Reduction (SCR) catalyst and CO oxidation
catalyst. The plant islocated in Salt Lake County, a PM;, nonattainment area and an ozone maintenance
area. The plant isa Phase Il Acid Rain source and a mgjor source of NOX and CO. New Source
Performance Standard (NSPS) Subpart GG applies to the turbines.
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I.C.

.C1

.C.2

.C.3

1.C.4

Issued under authority of Utah Code Ann. Section 19-2-104 and 19-2-109.1, and in accor dance
with Utah Administrative Code R307-415 Oper ating Per mit Requir ements.

All definitions, terms and abbreviations used in this permit conform to those used in Utah
Adminigtrative Code R307-101 and R307-415 (Rules), and 40 Code of Federal Regulations (CFR),
except as otherwise defined in this permit. Unless noted otherwise, references cited in the permit
conditions refer to the Rules.

Where a permit condition in Section |, Genera Provisions, partialy recites or summarizes an
applicable rule, the full text of the applicable portion of the rule shall govern interpretations of the
requirements of therule. In the case of a conflict between the Rules and the permit terms and
conditions of Section |1, Special Provisions, the permit terms and conditions of Section Il shall govern
except as noted in Provision |.M, Permit Shield.

Section |: General Provisions

Federal Enforcement.

All terms and conditions in this permit, including those provisions designed to limit the potential
to emit, are enforceable by the EPA and citizens under the Clean Air Act of 1990 (CAA) except
those terms and conditions that are specifically designated as " State Requirements'. (R307-415
6b)

Permitted Activity(ies).

Except as provided in R307-415-7b(1), the permittee may not operate except in compliance with
this permit. (See aso Provision |.E, Application Shield)

Duty to Comply.

The permittee must comply with all conditions of the operating permit. Any permit
noncompliance constitutes a violation of the Air Conservation Act and is grounds for any of the
following: enforcement action; permit termination; revocation and reissuance; modification; or
denial of a permit renewal application. (R307-415-6a(6)(a))

It shall not be a defense for a permittee in an enforcement action that it would have been
necessary to halt or reduce the permitted activity in order to maintain compliance with the
conditions of this permit. (R307-415-6a(6)(b))

The permittee shal furnish to the Executive Secretary, within a reasonable time, any information
that the Executive Secretary may request in writing to determine whether cause exists for
modifying, revoking and reissuing, or terminating this permit or to determine compliance with
this permit. Upon request, the permittee shall aso furnish to the Executive Secretary copies of
records required to be kept by this permit or, for information claimed to be confidentia, the
permittee may furnish such records directly to the EPA along with a claim of confidentiality.
(R307-415-6a(6)(€))

This permit may be modified, revoked, reopened, and reissued, or terminated for cause. The
filing of arequest by the permittee for a permit modification, revocation and reissuance, or
termination, or of a notification of planned changes or anticipated noncompliance shall not stay
any permit condition, except as provided under R307-415-7f(1) for minor permit modifications.
(R307-415-6a(6)(c))
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I.D.

.D.1

1.D.2

1.D.3

1.D.4

I.G.
.G.1

.G.2

Permit Expiration and Renewal.

Thispermit isissued for afixed term of five yearsand expireson (Assigned in Final
Permit). (R307-415-6a(2))

Application for renewal of this permit is due by (Assigned in Final Permit). An application may
be submitted early for any reason. (R307-415-5a(1)(c))

An application for renewal submitted after the due date listed in 1.D.2 above shall be accepted for
processing, but shall not be considered atimely application and shall not relieve the permittee of
any enforcement actions resulting from submitting alate application. (R307-415-5a(5))

Permit expiration terminates the permittee's right to operate unless a timely and complete renewal
application is submitted consistent with R307-415-7b (see aso Provision |.E, Application Shield)
and R307-415-5a(1)(c) (see dso Provision |.D.2). (R307-415-7¢c(2))

Application Shield.

If the permittee submits atimely and complete application for renewal, the permittee's failure to
have an operating permit will not be a violation of R307-415, until the Executive Secretary takes
final action on the permit renewal application. In such case, the terms and conditions of this
permit shall remain in force until permit renewal or denial. This protection shal cease to apply if,
subsequent to the compl eteness determination required pursuant to R307-415-7a(3), and as
required by R307-415-5a(2), the applicant fails to submit by the deadline specified in writing by
the Executive Secretary any additional information identified as being needed to process the
application. (R307-415-7b(2))

Sever ability.

In the event of a challenge to any portion of this permit, or if any portion of this permit isheld
invalid, the remaining permit conditions remain valid and in force. (R307-415-6a(5))

Permit Fee.

The permittee shall pay an annua emission fee to the Executive Secretary consistent with R307-
415-9. (R307-415-6a(7))

The emission fee shall be due on October 1 of each calendar year or 45 days after the source
receives notice of the amount of the fee, whichever islater. (R307-415-9(4)(a))

No Property Rights.

This permit does not convey any property rights of any sort, or any exclusive privilege. (R307-
415-6a(6)(d))

Revision Exception.
No permit revision shall be required, under any approved economic incentives, marketable
permits, emissions trading and other similar programs or processes for changes that are provided
for in this permit. (R307-415-6a(8))

Inspection and Entry.
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1.J.1

l.Jla

1.J.1.b

.J1.c

.J.1.d

1.J.2

I.L.1

I.L.1a

I.L.1b

l.L.1c

Upon presentation of credentials and other documents as may be required by law, the permittee
shall allow the Executive Secretary or an authorized representative to perform any of the
following:

Enter upon the permittee's premises where the source is located or emissions related
activity is conducted, or where records are kept under the conditions of this permit.
(R307-415-6¢(2)(a))

Have access to and copy, at reasonable times, any records that must be kept under the
conditions of this permit. (R307-415-6¢(2)(b))

Inspect at reasonable times any facilities, equipment (including monitoring and air
pollution control equipment), practice, or operation regulated or required under this
permit. (R307-415-6¢(2)(c))

Sample or monitor at reasonable times substances or parameters for the purpose of
assuring compliance with this permit or applicable requirements. (R307-415-6¢(2)(d))

Any claims of confidentiality made on the information obtained during an inspection shall be
made pursuant to Utah Code Ann. Section 19-1-306. (R307-415-6¢(2)(€))

Certification.

Any application form, report, or compliance certification submitted pursuant to this permit shall
contain certification as to its truth, accuracy, and completeness, by aresponsible official as
defined in R307-415-3. This certification shall state that, based on information and belief formed
after reasonable inquiry, the statements and information in the document are true, accurate, and
complete. (R307-415-5d)

Compliance Certification.

Permittee shall submit to the Executive Secretary an annua compliance certification, certifying
compliance with the terms and conditions contained in this permit, including emission limitations,
standards, or work practices. This certification shall be submitted no later than Mar ch 1, 2004
and that date each year following until this permit expires. The certification shall include al the
following (permittee may cross-reference this permit or previous reports): (R307-415-6¢(5))

12/16/2003

The identification of each term or condition of this permit that is the basis of the
certification;

The identification of the methods or other means used by the permittee for determining
the compliance status with each term and condition during the certification period, and
whether such methods or other means provide continuous or intermittent data. Such
methods and other means shall include, at a minimum, the monitoring and related
recordkeeping and reporting requirements in this permit. If necessary, the permittee also
shall identify any other materia information that must be included in the certification to
comply with section 113(c)(2) of the Act, which prohibits knowingly making a false
certification or omitting materia information;

The status of compliance with the terms and conditions of the permit for the period
covered by the certification, based on the method or means designated in Provision
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I.L.1.b. The certification shall identify each deviation and take it into account in the
compliance certification. The certification shall also identify as possible exceptions to
compliance any periods during which compliance is required and in which an excursion
or exceedance as defined under 40 CFR Part 64 occurred; and

l.L.1d Such other facts as the Executive Secretary may require to determine the compliance
status.
I.L.2 The permittee shall also submit all compliance certifications to the EPA, Region VIII, at the
following address or to such other address as may be required by the Executive Secretary:
(R307-415-6¢(5)(d))

Office of Enforcement, Compliance and Environmental Justice
(mail code 8ENF)

EPA, Region VIII

999 18th Street, Suite 300

Denver, CO 80202-2466

.M. Permit Shield.
I.M.1 Compliance with the provisions of this permit shall be deemed compliance with any applicable
requirements as of the date of this permit, provided that:

I.M.1la Such applicable requirements are included and are specificdly identified in this permit,
or (R307-415-6f(1)(a))

I.M.1.b Those requirements not applicable to the source are specifically identified and listed in
this permit. (R307-415-6f(1)(b))

I.M.2 Nothing in this permit shall ater or affect any of the following:

I.M.2.a The emergency provisions of Utah Code Ann. Section 19-1-202 and Section 19-2-112,

and the provisions of the CAA Section 303. (R307-415-6f(3)(a))

I.M.2.b The liability of the owner or operator of the source for any violation of applicable
requirements under Utah Code Ann. Section 19-2-107(2)(g) and Section 19-2-110 prior
to or at the time of issuance of this permit. (R307-415-6f(3)(b)

I.M.2.c The applicable requirements of the Acid Rain Program, consistent with the CAA Section
408(a). (R307-415-6f(3)(c))

I.M.2d The ability of the Executive Secretary to obtain information from the source under Utah
Code Ann. Section 19-2-120, and the ability of the EPA to dbtain information from the
source under the CAA Section 114. (R307-415-6f(3)(d))

I.N. Emergency Provision.
I.N.1 An “emergency” is any situation arising from sudden and reasonably unforeseeable events

beyond the control of the source, including acts of God, which situation requires immediate
corrective action to restore normal operation, and that causes the source to exceed a technology-
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I.N.2

I.N.2.a

I.N.2.b

I.N.2.c

I.N.2.d

I.N.3

I.N.4

I.S.
.S1

1.S.1a

based emission limitation under this permit, due to unavoidable increases in emissions
attributabl e to the emergency. An emergency shall not include noncompliance to the extent
caused by improperly designed equipment, lack of preventive maintenance, careless or improper
operation, or operator error. (R307-415-69(1))

An emergency constitutes an affirmative defense to an action brought for noncompliance with
such technology-based emission limitations if the affirmative defense is demonstrated through
properly signed, contemporaneous operating logs, or other relevant evidence that:

An emergency occurred and the permittee can identify the causes of the emergency.
(R307-415-69(3)(a))

The permitted facility was at the time being properly operated. (R307-415-6g(3)(b))
During the period of the emergency the permittee took all reasonable steps to minimize
levels of emissions that exceeded the emission standards, or other requirementsin this
permit. (R307-415-69(3)(c))

The permittee submitted notice of the emergency to the Executive Secretary within two
working days of the time when emission limitations were exceeded due to the emergency.
This notice must contain a description of the emergency, any steps taken to mitigate
emissions, and corrective actions taken. This notice fulfills the requirement of Provision
[.S.2.c below. (R307-415-69(3)(d))

In any enforcement proceeding, the permittee seeking to establish the occurrence of an
emergency has the burden of proof. (R307-415-6g(4))

This emergency provision isin addition to any emergency or upset provision contained in any
other section of this permit. (R307-415-69(5))

Operational Flexibility.

Operational flexibility is governed by R307-415-7d(1).
Off-permit Changes.

Off-permit changes are governed by R307-415-7d(2).
Administrative Permit Amendments.

Adminigtrative permit amendments are governed by R307-415-7e.
Permit M odifications.

Permit modifications are governed by R307-415-7f.
Records and Reporting.

Records.

The records of &l required monitoring data and support information shall be retained by
the permittee for a period of at least five years from the date of the monitoring sample,
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.S.1.b

.S1b.1
.S.1.b.2
.S1.b.3
.S.1.b.4
.S.1.b.5
[.S.1.b.6

.S.1.c

1.S.2

1.S.2.a

.S2.b

[.S.2.c

1.S.3

1.8.3.a

measurement, report, or application. Support information includes al calibration and
maintenance records, all origina strip-charts or appropriate recordings for continuous
monitoring instrumentation, and copies of all reports required by this permit. (R307-415

6a(3)(b)(ii)

For all monitoring requirements described in Section |1, Specid Provisions, the source
shdll record the following information, where applicable: (R307-415-6a(3)(b)(i))

The date, place as defined in this permit, and time of sampling or measurement.
The date analyses were performed.

The company or entity that performed the analyses.

The analytical techniques or methods used.

The results of such analyses.

The operating conditions as existing at the time of sampling or measurement.

Additiona record keeping requirements, if any, are described in Section |1, Specid
Provisions.

Reports.

Monitoring reports shall be submitted to the Executive Secretary every six months, or
more frequently if specified in Section I1. All instances of deviation from permit
requirements shal be clearly identified in the reports. (R307-415-6a(3)(c)(i))

All reports submitted pursuant to Provision 1.S.2.a shall be certified by a responsible
officia in accordance with Provision |.K of this permit. (R307-415-6a(3)(c)(i)

The Executive Secretary shall be notified promptly of any deviations from permit
requirements including those attributable to upset conditions as defined in this permit, the
probable cause of such deviations, and any corrective actions or preventative measures
taken. Prompt, asused in this condition, shall be defined aswritten notification
within 14 days. Deviations from permit requirements due to unavoidable breakdowns
shall be reported in accordance with the provisions of R307-107. (R307-415-6a(3)(c)(ii))

Notification Addresses.

12/16/2003

All reports, notifications, or other submissions required by this permit to be submitted to
the Executive Secretary are to be sent to the following address or to such other address as
may be required by the Executive Secretary:

Utah Division of Air Quality
P.O. Box 144820

Sat Lake City, UT 84114-4820
Phone: 801-536-4000
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[.S3.b

I.T.

I.T.1

I.T.1a

.T.1b

I.T.1.c

[.T.1d

.T.2

.T.3

I.U.

.U.1

.U.2

All reports, notifications or other submissions required by this permit to be submitted to
the EPA should be sent to one of the following addresses or to such other address as may
be required by the Executive Secretary:

For annual compliance certifications For reports, notifications, or other correspondence
related to permit modifications, applications, etc.

Environmental Protection Agency, Region VIl1I Environmental Protection Agency, Region VIl1I

Office of Enforcement, Compliance and Office of Partnerships & Regulatory Assistance

Environmental Justice (mail code 8ENF) Air & Radiation Program (mail code 8P-AR)

999 18th Street, Suite 300 999 18th Street, Suite 300

Denver, CO 80202-2466 Denver, CO 80202-2466

Phone: 303-312-6440

Reopening for Cause.

A permit shall be reopened and revised under any of the following circumstances:

New applicable requirements become applicable to the permittee and there is a remaining
permit term of three or more years. No such reopening is required if the effective date of
the requirement is later than the date on which this permit is due to expire, unless the
terms and conditions of this permit have been extended pursuant to R307-415-7¢(3),
application shied. (R307-415-79(1)(a))

The Executive Secretary or EPA determines that this permit contains a material mistake
or that inaccurate statements were made in establishing the emissions standards or other
terms or conditions of this permit. (R307-415-7g(1)(c))

EPA or the Executive Secretary determines that this permit must be revised or revoked to
assure compliance with applicable requirements. (R307-415-7g(1)(d))

Additional applicabdle requirements are to become effective before the renewa date of
this permit and are in conflict with existing permit conditions. (R307-415-7g(1)(e))

Additional requirements, including excess emissions requirements, become applicable to a Title
IV affected source under the Acid Rain Program. Upon approval by EPA, excess emissions
offset plans shall be deemed to be incorporated into this permit. (R307-415-7g(1)(b)) To be
deleted unless a Title IV source.

Proceedings to reopen and issue a permit shall follow the same procedures as apply to initial
permit issuance and shall affect only those parts of this permit for which cause to reopen exists.
(R307-415-79(2))

I nventory Requirements.

An emission inventory shall be submitted in accordance with the procedures of R307-150,
Emission Inventories. (R307-150)

A Hazardous Air Pollutant Inventory shall be submitted in accordance with the procedures of
R307-155, Hazardous Air Pollutant Inventory. (R307-155)
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1.U.3 An emission statement shall be submitted in accordance with the procedures in R307-158,
Emission Statement Inventory. (R307-158)

V. Title1V and Other, More Stringent Requirements
Where an applicable requirement is more stringent than an applicable requirement of regulations

promulgated under Title IV of the Act, Acid Deposition Control, both provisions shall be
incorporated into this permit. (R307-415-6a(1)(b))
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IL.A.

A1

.A.2

I.A.3

.A.4

I.A.5

[1.A.6

I1.B.

.B.1

[1.B.1a

1.B.1.al

Section I1: SPECIAL PROVISIONS

Emission Unit(s) Permitted to Discharge Air Contaminants.
(R307-415-4(3)(a) and R307-415-4(4))

Natural Gas Simple Cycle Turbine EU#1 (designated as Emission unit #1)
Unit Description: Natural gas simple cycle turbine, output rate at 43.4 MW and
maximum firing rate at 389,186 scf/hr, with water injection, evaporative spray mist inlet
air cooling, NO, SCR catalyst and CO oxidation catalyst.

Natural Gas Simple Cycle Turbine EU#2 (designated as Emission unit #2)
Unit Description: Natural gas simple cycle turbine, output rate at 43.4 MW and
maximum firing rate at 389,186 scf/hr, with water injection, evaporative spray mist inlet
air cooling, NO, SCR catalyst and CO oxidation catalyst.

Natural Gas Simple Cycle Turbine EU#3 (designated as Emission unit #3)
Unit Description: Natural gas simple cycle turbine, output rate at 43.4 MW and
maximum firing rate at 389,186 scf/hr, with water injection, evaporative spray mist inlet
air cooling, NO, SCR catalyst and CO oxidation catalyst.

Natural Gas Smple Cycle Turbine EU#4 (designated as Emission unit #4)
Unit Description: Natural gas ssimple cycle turbine, output rate at 43.4 MW and
maximum firing rate at 389,186 scf/hr, with water injection, evaporative spray mist inlet
air cooling, NO, SCR catayst and CO oxidation catalyst.

Natural Gas Simple Cycle Turbine EU#5 (designated as Emission unit #5)
Unit Description: Natural gas smple cycle turbine, output rate at 43.4 MW and
maximum firing rate at 389,186 scf/hr, with water injection, evaporative spray mist inlet
air cooling, NO, SCR catalyst and CO oxidation catalyst.

Natural Gas Simple Cycle Turbine Group (designated as Emission unit #6)
Unit Description: Includes Emission Units #1 through #5.

Requirementsand limitations.

The following emission limitations, standards, and operationa limitations apply to the permitted
facility asindicated:  (R307-415-6a(1))

Conditions on per mitted sour ce (Sour ce-wide)

Condition:

At al times, including periods of startup, shutdown, and malfunction, the permittee shall,
to the extent practicable, maintain and operate the affected emission unit, including
associated air pollution control equipment, in a manner consistent with good air pollution
control practice for minimizing emissions. Determination of whether acceptable
operating and maintenance procedures are being used will be based on information
available to the Executive Secretary which may include, but is not limited to, monitoring
results, opacity observations, review of operating and maintenance procedures, and
inspection of the source. [Authority granted under R307-401-5 and 40 CFR 60.11(d);
condition originated in DAQE-282-02 & 40 CFR 60.11(d)]

M onitoring:
Records required for this permit condition will serve as monitoring.
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1.B.1.a2

1.B.1.a3

1.B.1.b

1.B.1.b.1

11.B.1.b.2

[1.B.1.b.3

11.B.2

I1.B.2.a

1.B.2al

1.B.2.a2

I1.B.2.a3

Recor dkeeping:

Permittee shall document activities performed to assure proper operation and
maintenance. Records shall be maintained in accordance with Provision 1.S.1 of
this permit.

Reporting:

There are no reporting requirements for this provision except those specified in
Section | of this permit.

Condition:

The permittee shall comply with the applicable requirements for recycling and emission
reduction for class | and class |l refrigerants pursuant to 40 CFR 82, Subpart F -
Recycling and Emissions Reduction. [Authority granted under 40 CFR 82.150(b);
condition originated in 40 CFR 82 Subpart F|

Monitoring:

The permittee shal certify, in the annual compliance statement required in
Section | of this permit, its compliance status with the requirements of 40 CFR
82, Subpart F.

Recor dkeeping:

All records required in 40 CFR 82, Subpart F shall be maintained consistent with
the requirements of Provision S.1 in Section | of this permit.

Reporting:

All reports required in 40 CFR 82, Subpart F shall be submitted as required.
There are no additional reporting requirements except as outlined in Section | of
this permit.

Conditions on Natural Gas Smple Cycle Turbine Group (Emission unit #6)

12/16/2003

Condition:

Visible emissions shall be no greater than 10 percent opacity from each affected unit.
[Authority granted under R307- 401- 6(1) (BACT); condition originated in DAQE-282-

02]

Monitoring:

In lieu of opacity monitoring, the report required for this permit condition will
Serve as monitoring.

Recor dkeeping:

The annual certification required for this permit condition shall be maintained as
described in Provision 1.S.1 of the permit

Reporting:

In addition to the reporting requirements specified in Section | of this permit, the
permittee will certify with each annual certification report that only pipeine
quality natural gasis used as fud during the reporting year.
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1.B.2.b

1.B.2.b.1

[1.B.2.b.2

[1.B.2.b.3

I1.B.2.c

1.B.2.c.1

12/16/2003

Condition:

Sulfur content of any fuel burned shall be no greater than 0.8 percent by weight from
each affected unit. [Authority granted under 40 CFR 60 (Subpart GG); condition
originated in 40 CFR 60.333(b)]

Monitoring:

Compliance with this limitation shall be determined by inspection of the fuel
sulfur-content specifications provided by the vendor on a daily basis. Sulfur
content shall be determined in accordance with ASTM Method D-1072-80 or 90,
D 3031-81, D4084-82 or 94, or D-3246-81, 92, or 96, or approved equivalent
method by EPA.

Recor dkeeping:

Records of monitoring shall be kept on a daily basis during operations. Results
of monitoring shall be maintained as described in Provision 1.S.1 of this permit.

Reporting:

In addition to the reporting requirements specified in Section | of this permit, the
permittee shall submit excess emission reports in accordance with 40 CFR
60.7(c). Periods of excess emissions that shall be reported are defined as any
daily period during which the sulfur content of the fuel being fired in the gas
turbine exceeds 0.8 percent. (origin: 40 CFR 60.334(c)(2))

Condition:

Emissions of CO from each individual turbine shall be no greater than 10 ppmdv (15%
O,, dry) based on 30-day rolling average under steady state operation (not including
startup and shutdown). [Authority granted under R307- 401- 6(1) [BACT]; condition
originated in DAQE-282-02]

Monitoring:

Emissions of CO shall be monitored with continuous emission monitoring system
(CEMS) asrequired by 40 CFR Part 75 for the Acid Rain Program.

(@ The permittee shall calibrate, maintain, and operate a CEMs as required by 40
CFR Part 75 for the Acid Rain Program as periodic monitoring to determine
compliance with CO concentration (ppmdv) and CO mass emission rate (Ib/hr).
The CEMs should be spanned sufficiently to produce valid CO data for
demonstrating compliance with the emission limits.

(b) Each continuous emission monitoring system shall meet the Specifications
and Test Procedures required by 40 CFR Part 75, Appendix A.

(c)The permittee shall implement Quality Assurance and Quality Control
Procedures required by 40 CFR Part 75, Appendix B.

(d)The quality assurance requirements of R307-170, Continuous Emission
Monitoring Systems Program, shall be used in addition to 40 CFR Part 75
procedures to fulfill data quality assurance requirements.
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1.B.2.c.2

I1.B.2.c.3

11.B.2.d

[1.B.2.d.1

[1.B.2.d.2

11.B.2.d.3

I1.B.2.e

1.B.2.el

12/16/2003

(e) The daily average of CO emissions shall be calculated once for each day and
the 30-day rolling average shall be calculated by adding previous 30 days data on
adaily basis.

Recor dkeeping:

Results of CO monitoring shall be recorded and maintained as required in R307-
170, 40 CFR 75 subpart F, and as described in Provision 1.S.1 of this permit.

Reporting:

The permittee shall comply with the reporting provisions in R307-170-9 and 40
CFR 75 Subpart G, and al the reporting provisions contained in Section | of this
permit. The quarterly reports required in R307-170-9 and 40 CFR 75 Subpart G
are considered prompt notification of permit deviations required in Provision

[.S.2.c of this permit if al information required by Provision |.S.2.cisincluded in
the report.

Condition:

Total emissions of CO from al five turbines shal be no greater than 43.75 Ibs/hour (15%
O,, dry) based on 30-day rolling average under steady state operation (not including
startup and shutdown). [Authority granted under R307- 401- 6(1) [BACT]; condition
originated in DAQE-282-02]
Monitoring:
The emission rate (Ib/hr) shall be calculated by multiplying the CO concentration
(ppmdv) from CEMs based on 40 CFR 60 Appendix A, Method 19 and the
volumetric flow rate and any necessary conversion factors determined by the
Executive Secretary to give the results in the specified units of the emission
limitation.
The daily average of CO emission (Ib/hr) shall be calculated for each turbine and
the daily totals of CO emissions from five turbines shall be calculated by adding
data from five turbines once for each day. 30-day rolling average shall be
calculated by adding previous 30 days data on adaily basis.

Recor dkeeping:

Results of monitoring shall be maintained in accordance with Provision 1.S.1 of
this permit.

Reporting:

There are no reporting requirements for this provision except those specified in
Section | of this permit.

Condition:

Emission of NO, from each individua turbine shall be no greater than 5 ppmdv (15% O,
dry) based on 30 day rolling average under steady state operation (not including startup
and shutdown) and shall be no greater than 100 ppmdv (15% O,, dry) at any time.
[Authority granted under R307- 401- 6(1) [BACT] & 40 CFR 60.332 (Subpart GG);
condition originated in DAQE-282-02]

Monitoring:

(&) The permittee shall calibrate, maintain, and operate a CEMs as required by 40
CFR Part 75 for the Acid Rain Program as periodic monitoring to determine
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1.B.2.e2

1.B.2.e3

I1.B.2.f

12/16/2003

compliance with NO, concentration (ppmdv) and NO, mass emission rate (Ib/hr).
The CEMs should be spanned sufficiently to produce valid NO, data for
demonstrating compliance with the emission limits.

(b) Each continuous emission monitoring system shall meet the Specifications
and Test Procedures required by 40 CFR Part 75, Appendix A.

(c)The permittee shall implement Quality Assurance and Quality Control
Procedures required by 40 CFR Part 75, Appendix B.

(d)The quality assurance requirements of R307-170, Continuous Emission
Monitoring Systems Program, shall be used in addition to 40 CFR Part 75
procedures to fulfill data quality assurance requirements.

(€) The permittee shall monitor nitrogen content of the fuel being fired in the
turbines on daily basis in accordance with 40 CFR 60.334(b)(2).

(f) The daily average of NO, emissions shall be calculated once for each day and
the 30-day rolling average shall be calculated by adding previous 30 days data on
adally basis.

(9) The permittee shall operate a continuous monitoring system to monitor and
record the fuel consumption and the ratio of water to fuel being fired in the
turbines. This system shall be accurate to within +/-5.0 percent.

Recor dkeeping:

Results of NO, monitoring shall be recorded and maintained as required in R307-
170, 40 CFR 75 subpart F, and as described in Provision 1.S.1 of this permit.

Reporting:

The permittee shall comply with the reporting provisions in R307-170-9, 40 CFR
75 Subpart G, 40 CFR Subpart GG and al the reporting provisions contained in
Section | of this permit. The excess emissions under 40 CFR 60.334(c)(1) shal
be reported as any one-hour period during which the average emissions recorded
by the NO, CEMs for that hour are in excess of the applicable NSPS emission
standard of 100 ppmdv, or any one-hour period during which the average water-
to-fuel ratio falls below the water-to-fuel ratio determined during the initial
performance testing, or any period during which the fuel-bound nitrogen of the
fuel is greater than the maximum nitrogen content allowed by the fuel-bound
nitrogen allowance used during the initial performance testing. The quarterly
reports required in R307-170-9 and 40 CFR 75 Subpart G are considered prompt
notification of permit deviations required in Provision |.S.2.c of this permit if al
information required by Provision I.S.2.c isincluded in the report.

Condition:

Total emissions of NO, from all five turbines shall be no greater than 37 Ibs/hour (15%
O,, dry) based on 30 day rolling average under steady state operation (not including
startup and shutdown). [Authority granted under R307- 401- 6(1) [BACT] & 40 CFR
60.332 (Subpart GG); condition originated in DAQE-282-02]
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1.B.2f.1

11.B.2f.2

11.B.2f.3

I.C.

I1.D.

I.E.

I.LE.1

I.E.2
I1.E.3

I1.E.4

Emissions Trading.
(R307-415-6a(10))

Monitoring:

The NO, emission rate (Ib/hr) shall be calculated by multiplying the NO,
concentration (ppmdv) from CEMs based on 40 CFR 60 Appendix A, Method 19
and the volumetric flow rate and any necessary conversion factors determined by
the Executive Secretary to give the results in the specified units of the emission
limitation.

The daily average of NO, emission rate (Ib/hr) shall be calculated for each
turbine and the daily total emissions shall be calculated by adding data from five
turbines once for each day. 30-day rolling average shall be calculated by adding
previous 30 days data on adaily basis.

Recor dkeeping:

Results of monitoring shall be maintained in accordance with Provision 1.S.1 of
this permit.

Reporting:

There are no reporting requirements for this provision except those specified in
Section | of this permit.

Not applicable to this source.

Alternative Operating Scenarios.

(R307-415-6a(9))

Not applicable to this source.

Sour ce-specific Definitions.

The following definitions apply to the permittee. They include terms not defined in state or federal
rules or clarify or expand on existing definitions.

Sartup. Startup begins when natura gasis fed to the turbine with the intent of combusting the
fuel to generate electricity.

Shutdown. Shutdown begins at the cessation of natural gas flow to the turbines.

Downtime. Downtime is that time between the end of shutdown and the beginning of startup.

Maintenance Outage. The removal of a unit from service availability to perform work on specific
components that can be deferred beyond the end of the next weekend, but requires the equipment
be removed from service before the next planned outage. Typically, a Maintenance Outage may
occur anytime during the year, have aflexible start date, and may or may not have a
predetermined duration.

12/16/2003
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1.E.5 Planned Outage. The removal of a unit from service availability for ingpection and/or genera
overhaul of one or more mgjor equipment groups. This outage usualy is scheduled well in
advance.

Section 111: PERMIT SHIELD

A permit shield was not granted for any specific requirements.

Section [V: ACID RAIN PROVISIONS.

IV.A. Utah Acid Rain Program Authority.

Authority to implement the Acid Rain Program is contained in R307-417, Permits. Acid Rain Sources,
and R307-415-6a(4), Standard permit requirements[for operating permits|.

IV.B. Permit Requirements.

IV.B.1 The designated representative of the source and each affected unit at the source shall:

IV.B.la Submit a complete Acid Rain permit application (including a compliance plan) under
R307-417 and 40 CFR Part 72 in accordance with the deadlines specified in 40 CFR
72.30; and

IV.B.1.b Submit in atimely manner any supplemental information that the Executive Secretary

determines is necessary in order to review an Acid Rain permit application and issue or
deny an Acid Rain permit;

IV.B.2 The owners and operators shal:

IV.B.2a Operate each affected unit at the source in compliance with a complete Acid Rain permit
application or a superseding Acid Rain permit issued by the Executive Secretary; and

IV.B.2.b Have an Acid Rain Permit.

IV.C. Sulfur Dioxide Requirements.

IV.C1 The owners and operators of each affected unit at the source shall:

IV.Cla Hold allowances, as of the alowance transfer deadline, in the unit's compliance
subaccount (after deductions under 40 CFR 73.34(c)) not less than the total annual
emissions of sulfur dioxide for the previous calendar year from the unit; and

IV.C.1.b Comply with the applicable Acid Rain emissions limitations for sulfur dioxide.

IV.C.2 Each ton of sulfur dioxide emitted in excess of the Acid Rain emissions limitations for sulfur
dioxide shall constitute a separate violation of the Act.

IV.C.3 An affected unit shall be subject to the requirements under Provision IV.C.1. of the sulfur dioxide
requirements as follows:
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IV.C3a

IV.C3b

IvV.C4

IV.C5

IV.C.6

IvV.C.7

IV.D.

IV.E.
IV.E1

IV.E.2

IV.E.3

IV.F.

IV.F.1

IV.F.1la

Starting January 1, 2000, an affected unit under 40 CFR 72.6(a)(2); or

Starting on the later of January 1, 2000 or the deadline for monitor certification under 40
CFR Part 75, an affected unit under 40 CFR 72.6(a)(3).

Allowances shall be held in, deducted from, or transferred among Allowance Tracking System
accounts in accordance with the Acid Rain Program.

An alowance shall not be deducted in order to comply with the requirements under Provision
IV.C.1l.a of the sulfur dioxide requirements prior to the calendar year for which the allowance
was allocated.

An alowance dlocated by the Administrator, USEPA, under the Acid Rain Program is a limited
authorization to emit sulfur dioxide in accordance with the Acid Rain Program. No provision of
the Acid Rain Program, the Acid Rain permit application, the Acid Rain permit, or the written
exemption under 40 CFR 72.7 and 72.8 and no provision of law shall be construed to limit the
authority of the United States to terminate or limit such authorization.

An dlowance alocated by the Administrator, USEPA, under the Acid Rain Program does not
congtitute a property right.

Nitrogen Oxides Requirements.

The owners and operators of the source and each affected unit at the source shall comply with the
applicable Acid Rain emissions limitation for nitrogen oxide.

Monitoring Requirements.

The owners and operators and, to the extent applicable, designated representative of each affected
unit at the source shall comply with the monitoring requirements as provided in 40 CFR Parts 74,
75, and 76.

The emissions measurements recorded and reported in accordance with 40 CFR Part 75 shall be
used to determine compliance by the unit with the Acid Rain emissions limitations and emissions
reduction requirements for sulfur dioxide and nitrogen oxides under the Acid Rain Program.

The requirements of 40 CFR Parts 74 and 75 shall not affect the responsibility of the owners and
operators to monitor emissions of other pollutants or other emissions characteristics at the unit
under other applicable requirements of the Act and other provisions of the operating permit for
the source.

Recor dkeeping and Reporting Requirements.

Unless otherwise provided, the owners and operators for each affected unit at the source shall
keep on site at the source each of the following documents for a period of 5 years from the date
the document is created. This period may be extended for cause, at any time prior to the end of 5
years, in writing by the Administrator, USEPA, or Executive Secretary:

The certificate of representation for the designated representative for the source and each
affected unit at the source and all documents that demonstrate the truth of the statements
in the certificate of representation, in accordance with 40 CFR 72.24; provided that the
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certificate and documents shall be retained on site at the source beyond such 5year
period until such documents are superseded because of the submission of a new
certificate of representation changing the designated representative;

IV.F.1b All emissions monitoring information, in accordance with 40 CFR Part 75;

IV.F.1lc Copies of al reports, compliance certifications, and other submissions and all records
made or required under the Acid Rain Program; and,

IV.F.1d Copies of al documents used to complete an Acid Rain permit application and any other
submission under the Acid Rain Program or to demonstrate compliance with the
requirements of the Acid Rain Program.

IV.F.2 The designated representative of each affected unit at the source shall submit the reports and
compliance certifications required under the Acid Rain Program, including those under 40 CFR
Part 72 Subpart | and 40 CFR Part 75.

IV.G. Excess Emissions Requirements.

IV.G.1 The designated representative of an affected unit that has excess emissionsin any calendar year
shall submit a proposed offset plan to the Administrator, USEPA, as required under 40 CFR Part
e

IV.G.2 The owners and operators of an affected unit that has excess emissionsin any calendar year shall:

IV.G.2a Pay without demand the penalty required, and pay upon demand the interest on that

penalty, to the Administrator, USEPA, as required by 40 CFR Part 77; and

IV.G.2b Comply with the terms of an approved offset plan, as required by 40 CFR Part 77.
IV.H. Liability.

IV.H.1 Any person who knowingly violates any requirement or prohibition of the Acid Rain Program, a
complete Acid Rain permit application, an Acid Rain permit, or a written exemption under R307-
417, 40 CFR 72.7 or 40 CFR 72.8, including any requirement for the payment of any penalty
owed to the United States, shall be subject to enforcement pursuant to section 113(c) of the Act.

IV.H.2 Any person who knowingly makes a false, materia statement in any record, submission, or report
under the Acid Rain Program shall be subject to crimina enforcement pursuant to section 113(c)
of the Act and 18 U.S.C. 1001.

IV.H.3 No permit revision shall excuse any violation of the requirements of the Acid Rain Program that
occurs prior to the date that the revision takes effect.

IV.HA4 Each affected source and each affected unit shall meet the requirements of the Acid Rain
Program.

IV.H5 Any provision of the Acid Rain Program that applies to an affected source (including aprovision

applicable to the designated representative of an affected source) shall aso apply to the owners
and operators of such source and of the affected units at the source.
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IV.H.6 Any provision of the Acid Rain Program that applies to an affected unit (including a provision
applicable to the designated representative of an affected unit) shall also apply to the owners and
operators of such unit. Except as provided under 40 CFR 72.44 (Phase Il repowering extension
plans) and 40 CFR 76.11 (NO, averaging plans), and except with regard to the requirements
applicable to units with a common stack under 40 CFR part 75 (including 40 CFR 75.16, 75.17,
and 75.18), the owners and operators and the designated representative of one affected unit shall
not be liable for any violation by any other affected unit of which they are not owners or
operators or the designated representative and that is located at a source of which they are not the
owners and operators, owners or operators, or the designated representative.

IV.H.7 Each violation of a provision of 40 CFR Parts 72, 73, 74, 75, 76, 77, and 78 by an affected source
or affected unit, or by an owner or operator or designated representative of such source or unit,
shal be a separate violation of the Act.

IV.H.8 The owners and operators of a unit governed by an approved early election plan shall be liable for
any violation of the plan or 40 CFR 76.8 at that unit. The owners and operators shall be liable,
beginning January 1, 2000, for fulfilling the obligations specified in 40 CFR Part 77.

IV.1. Effect on Other Authorities.

No provision of the Acid Rain Program, an Acid Rain permit application, an Acid Rain permit, or a
written exemption under 40 CFR 72.7 or 72.8 shall be construed as:

IV..1 Except as expressly provided in Title IV of the Act, exempting or excluding the owners and
operators and, to the extent applicable, the designated representative from compliance with any
other provision of the Act, including the provisions of Title | of the Act relating to applicable
National Ambient Air Quality Standards or the Utah State Implementation Plan;

IvV.1.2 Limiting the number of allowances a unit can hold; provided, that the number of alowances held
by the unit shall not affect the source's obligation to comply with any other provisions of the Act;

IV.1.3 Requiring a change of any kind in any State law regulating electric utility rates and charges,
affecting any State law regarding such State regulation, or limiting such State regulation,
including any prudence review requirements under such State law;

IV.1.4 Modifying the Federal Power Act or affecting the authority of the Federa Energy Regulatory
Commission under the Federal Power Act; or,

IV.I.5 Interfering with or impairing any program for competitive bidding for power supply in a State in
which such program is established.
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REVIEWER COMMENTS

This operating permit incorporates all applicable requirements contained in the following
documents:

DAQE-282-02 dated April 28, 2002

1. Comment on an item originating in DAQE-282-02 regarding Natural Gas Simple Cycle
Turbine Group (Unit 6)
Fuel Restriction on Turbines: Condition 14 of the AO requires that only pipeline
quality natura gas be used as afuel in the turbines. Since natura gasisthe only fuel
available at the site and the only fuel these units can burn, this condition is not carried
into the Title V permit. [Comment last updated on 12/16/2003]

2. Comment on an item originating in DAQE-282-02 & 40 CFR Subpart GG regarding
Natural Gas Simple Cycle Turbine Group (Unit 6)
Initial testing: Initial stack tests have been performed on all five turbines and the
performance tests required under 40 CFR 60.335(c) have been met for dl five turbines
[Comment last updated on 12/16/2003]

3. Comment on an item originating in Condition 18 of DAQE-282-02 regar ding Natural Gas
Simple Cycle Turbine Group (Unit 6)
CEMs Monitoring Plan: CEMs monitoring plan was submitted with the original NOI
for the AO issued on June 15, 2001 and is in the source file with the NOI. Therefore,
this condition is not carried into the Title V permit. [Comment last updated on
12/16/2003]

4. Comment on an item originating in Condition 22 of DAQE-282-02 regar ding per mitted
sour ce (Sour ce-wide)
Emergency Plan: The emergency plan was submitted with the origina NOI for the AO
issued on June 15, 2001 and is in the source file with the NOI. The permittee aso
submitted a recent plan to cover Turbine#5 dated July 8, 2003. Therefore, this
condition is not carried into the Title V permit. [Comment last updated on 12/16/2003]
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